
Assembly Instructions

N254-024-SH-6AD
24-Port, 1U Rack-Mount STP Shielded Cat6a Feedthrough 

Patch Panel with 90-Degree Down Angle Ports
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1  Attach the grounding wire to the panel. Do not completely tighten until the grounding wire is in its final position.


